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1
COOLING SYSTEM WITH INCREASED
EFFICIENCY

RELATED APPLICATIONS

This application is a continuation-in-part of U.S. patent
application Ser. No. 12/510,153 filed Jul. 27, 2009 and claims
the benefit of U.S. Provisional Patent Application Ser. No.
61/436,565 filed Jan. 26, 2011, both of which are hereby
incorporated by reference in their entirety.

FIELD OF THE INVENTION

This invention relates to cooling systems and more specifi-
cally to refrigeration systems.

BACKGROUND

Existing cooling systems generally have components
including a compressor, a condenser, and an evaporator. In
most systems, the compressor motor utilizes the majority of
the energy as it starts up in order to provide the proper amount
of cooling. However, repeatedly starting and running a com-
pressor motor can be inefficient, because the start-up energy
requirements of many compressor motors are high in com-
parison to the energy required to maintain the motor at a
desired speed. In addition, the refrigeration system may not
function at peak efficiency until the refrigerant pressure in the
system increases to a certain target pressure because such
systems use capillary tubing or other passive pressure reduc-
tion devices to move refrigerant to the evaporator. Because
capillary tubing only allows a particular amount of refrigerant
through at any given time, in some circumstances, the evapo-
rator may be starved of refrigerant if the capillary piping
cannot supply sufficient refrigerant to the evaporator. Con-
versely, during light loads, the capillary will provide too
much refrigerant to the evaporator and may cause it to be
flooded with refrigerant. Both evaporator starving and flood-
ing reduce efficiency of the refrigeration system. Conven-
tional modulating expansion valves are not employed as their
poor response time and inaccurate superheat control only
offers little advantage over the passive expansion devices,
such as capillaries, orifice packs or porous plugs. In addition
to the above energy efficiency and capacity deficiencies,
flooding can result in liquid refrigerant entering the compres-
sor, which can harm the compressor and reduce its life expect-
ancy.

SUMMARY OF THE INVENTION

Described herein is a cooling system. In some embodi-
ments, the cooling system comprises at least one evaporator,
at least one evaporator fan, and at least one constant speed
compressor. In an embodiment, the system further comprises
a refrigerant loop including piping for directing refrigerant
from the at least one compressor to at least one condenser and
from the at least one condenser to the at least one evaporator.
In an embodiment, the system further comprises a pulsed
operation refrigerant flow control valve for controlling refrig-
erant flow to the at least one evaporator and a control system
connected to the at least one compressor and configured to
manage start up and pull-down efficiency of the refrigerator.

Also disclosed herein is a cooling system. In some embodi-
ments, the cooling system comprises at least one evaporator;
at least one evaporator fan, and at least one variable speed
compressor motor. In an embodiment, the system further
comprises a refrigerant loop including piping for directing
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refrigerant from at least one compressor to at least one con-
denser and from the at least one condenser to the at least one
evaporator. In an embodiment, the system further comprises a
pulsed operation refrigerant flow control valve for controlling
refrigerant flow to the at least one evaporator and a control
system configured to vary the speed of the at least one com-
pressor motor to increase efficiency of the cooling system.

Also disclosed herein is a method of controlling a cooling
system. In an embodiment, the method comprises providing
atleast one evaporator fan, providing at least one single speed
compressor motor, maintaining refrigerant fluid pressure
within an evaporator using a pulsed operation refrigerant flow
control valve, and controlling the on and off characteristics of
the compressor motor to increase efficiency of the cooling
system.

Also disclosed herein is a method of controlling a cooling
system. In an embodiment, the method comprises providing
at least one evaporator fan, providing at least one variable
speed compressor motor, maintaining refrigerant fluid pres-
sure within an evaporator using a pulsed operation refrigerant
flow control valve, and controlling the speed of the compres-
sor motor to increase efficiency of the cooling system.

BRIEF DESCRIPTION OF THE DRAWINGS

FIG. 1A is a perspective view of a cooling system accord-
ing to one embodiment.

FIG. 1B is a perspective view of a cooling system accord-
ing to another embodiment.

FIG. 2A is a block diagram illustrating a cooling system
according to one embodiment

FIG. 2B is a block diagram illustrating the cooling system
module according to an embodiment.

FIG. 3 is a flow diagram illustrating an overview of the
control module.

FIG. 4 illustrates the advantages of using a pulsing TXV
over a traditional capillary device.

DETAILED DESCRIPTION

Embodiments of the invention relate to cooling systems,
such as conventional refrigerators and freezers having
increased thermal efficiency. In one embodiment, the cooling
system utilizes a thermostatic expansion valve (TXV) in a
cooling system with a constant speed compressor to increase
energy efficiency and/or pull-down capacity. By using this
combination of a constant speed compressor and TXV during
the cooling systems’ start-up, shut down and other varying
conditions, cooling systems were found to exhibit increased
efficiency in comparison to systems that do not employ the
TXV as described below. In one embodiment, the TXV is a
pulsing TXV wherein the valve controls refrigerant flow by
pulsing the refrigerant through the cooling system piping.

Another embodiment is a cooling system that has a variable
speed compressor and utilizes a TXV to increase operational
efficiency ofthe system. In this embodiment, the speed of the
variable speed compressor can be controlled in order to adapt
the refrigeration capacity to the load and provide increased
efficiency in the cooling system. As the system monitors and
controls the speed of the compressor, the TXV, or pulsing
TXYV, maintains proper pressure within the cooling system so
that the system runs efficiently in comparison to systems that
do not have these elements. The pulsing TXV maintains con-
stant superheat during all conditions including the transient
conditions and maintains full use of the evaporator surfaces.
For example, during start up, the system may run the com-
pressor at a predetermined slower speed prior to ramping up
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the compressor speed up in order to save energy on start-up.
In some cases, starting the compressor at full speed may
require a very large initial current load in comparison to
starting the compressor at an initial lower speed. Because the
TXYV allows the system to maintain sufficient pressure within
the cooling system, even at lower compressor speeds, the
system can start up and run very efficiently.

FIG. 1A is a perspective view of a cooling system 100
according to one embodiment. The cooling system may be a
refrigerator, as illustrated in FIG. 1A, or any other system in
which it is desirable to maintain a cool or cold temperature. In
some embodiments, the cooling system 100 has components
which include a compressor 102, a condenser 104, a con-
denser fan 106, an evaporator 108, and an evaporator fan 110.
In some embodiments, the components are connected by a
refrigerant loop. The refrigerant loop may be made of metal or
plastic piping, or any material that allows refrigerant to flow
between components. In an embodiment, the refrigerant loop
connects the compressor 102 to the condenser 104, the con-
denser 104 to the evaporator 108, and the evaporator 108 to
the compressor 102.

In an embodiment, a thermostatic expansion valve (TXV)
112 is positioned in the refrigerant loop between the con-
denser 104 and the evaporator 108 to maintain constant
refrigerant pressure in the evaporator 108 despite changing
refrigerant flow rates.

In an embodiment, the TXV 112 is a pulsed operation
refrigerant control valve (pulsed TXV). The pulsed TXV may
be a mechanical valve such as the type described in U.S. Pat.
Nos. 5,675,982 and 6,843,064, or an electrically operated
valve of the type described in U.S. Pat. No. 5,718,125, the
descriptions of which are incorporated herein by reference in
their entireties. By actively controlling refrigerant flow to the
evaporator, efficiency is increased during a variety of cooling
conditions and pull-down time may be reduced. Pull-down
time is defined as the time required to bring the internal
temperature of the cooling system down to a safe set point.
Faster “pull-down” means less time to reach the safe set point
temperature. The pull-down is directly related to the refrig-
erator’s ability to maintain temperature within safe limits.
Pull-down is also directly related to energy consumption
because a fast pull-down results in a shorter period of time
that the compressor is running.

In one embodiment, a mechanical pulsed TXV is used. A
mechanical pulsed TXV is similar to that of conventional
mechanical TXVs, except the valve pulses to control flow,
rather than modulating the degree of plug opening. The valve
may comprise a bulb that can be placed in the evaporator.
When the bulb pressure reaches a set threshold, the dia-
phragm opens the inlet port and the valve cavity is pressur-
ized. An outlet restriction may cause cavity pressure to rise
above evaporator pressure, and the valve re-closes. The valve
pulses in this manner until the evaporator cools and the bulb
pressure decreases to the point where the diaphragm no
longer opens the valve. Superheat can be adjusted by chang-
ing spring pressure and/or bulb charge. The outlet restriction
may be several times the diameter of a capillary or orifice
sized for the same application, and is large enough to be
immune from plugging. The pulsing mechanism allows for
precise refrigerant flow control and faster pull-down by main-
taining an adequate amount of liquid refrigerant in the evapo-
rator at all times, to prevent “starving” the evaporator. Tradi-
tional capillary or orifice devices are considerably less
efficient because they are designed for a constant refrigerant
flow during altering conditions and not designed for variable
flow. Thus, traditional capillary or orifice devices usually do
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not allow enough liquid refrigerant to enter the evaporator,
which “starves” the evaporator and increases pull-down time.

In one of embodiment of the invention, the compressor 102
comprises a single speed compressor motor. When a single
speed compressor motor is used, the pulsed TXV increases
energy efficiency and pull-down capacity during start-up and
varying conditions including evaporator temperature and
condenser temperature. In this embodiment, the pull-down
time may be improved by up to 300%. In some embodiments,
the pulsed TXV settings can be adjusted to either maximize
pull-down improvement or energy efficiency. For example,
the valve may be adjusted to yield a pull-down improvement
of' up to 50% and an energy efficiency improvement of 10 to
15% or a pull-down improvement of 25% and an energy
efficiency improvement of 20%. FIG. 4 illustrates the advan-
tages of using a pulsing TXV over a traditional capillary
device.

In another embodiment, the compressor 102 comprises a
variable speed compressor motor. The variable speed com-
pressor motor can be any type of variable speed motor includ-
ing three phase motors and single phase motors. When a three
phase motor is used, a variable frequency drive (VFD) may be
used to power the motor. Single phase and DC powered
motors do not require a VFD and can be, for example, an
electronically commutated motor (ECM). When a variable
speed compressor motor is used, the pulsed TXV increases
energy efficiency and pull-down capacity during start-up,
shut down, varying conditions including evaporator tempera-
ture and condenser temperature, and during operation at dif-
ferent compressor speeds. Thus, the pulsed TXV facilitates
the benefits of variable speed operation.

In some embodiments, the cooling system 100 has a power
supply 114, and a control module 116. In an embodiment, the
power supply 114 is a standard alternating current (AC)
power supply with a direct current (DC) power converter, or
a DC power supply. In an embodiment, the power supply 114
does not incorporate a variable frequency drive inverter
(VFD).

In some embodiments, the cooling system 100 comprises
two separate cooling chambers: a first cooling chamber 118
and a second cooling chamber 120. This is seen most readily
in conventional refrigerator/freezer combination units, where
a freezer unit is on top and a refrigerator is below. In this
embodiment, the evaporator 108 is positioned in the first
cooling chamber. The first cooling chamber 118 is connected
to the second cooling chamber 120 through vents or a con-
necting port or tube 122 so that cool air flows from the
evaporator, to the first cooling chamber, and from the first
cooling chamber to the second cooling chamber. Refrigera-
tor/freezer combinations may be configured as top mount
freezers, bottom mount freezers, side-by-side configurations
and other configurations known to those skilled in the art.

FIG. 1B illustrates a perspective view of another embodi-
ment of a cooling unit that uses two separate cooling devices.
In this embodiment, the cooling system 100 additionally
comprises a second compressor 152, a second condenser 154,
a second condenser fan 156, a second evaporator 158, a sec-
ond evaporator fan 160, a second TXV 162. In some embodi-
ments, the cooling system also comprises a second power
supply 164 and a second control module 166. In an embodi-
ment, the first evaporator 108 is located in the first cooling
chamber 118, while the second evaporator 158 is located in
the second cooling chamber 120. Thus, in this embodiment
there is no need for connecting vents or ports, as each cham-
ber has a separate cooling system.

FIG. 2A is a block diagram illustrating a cooling system
100 according to one embodiment. The cooling system 100
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comprises an AC power supply 202 and a DC power converter
204 connected to a control system 206. In an embodiment, the
control system 206 comprises a cooling system module 208,
a processor 210, and memory 212. Many types of processors
and memory are well known in the art and may be readily
selected by one of skill in the art. In one embodiment, the
control system 206 provides control settings for the compo-
nents of the cooling system 100, including, for example, the
evaporator fan 214, condenser fan 216, and/or the compressor
motor 218. In one embodiment, the control system 206 also
provides power to the components of the cooling system 100.
In another embodiment, the components may be powered by
one or more separate power supplies.

FIG. 2B is a block diagram illustrating the components of
the cooling system module 208. In the illustrated embodi-
ment, cooling system module 208 has a condenser fan control
module 252, an evaporator fan control module 254, and a
compressor motor control module 256.

FIG. 3 is a flow diagram illustrating an overview of the
operation of the control system module 208. In step 300, the
control system module is started. The process then moves to
configure the TXV parameters at step 302. The TXV param-
eters may be configured, for example, at the factory that
builds the system or on site where the system is installed. The
process then moves to read the compressor speed at step 304.
The system may use the compressor motor control module
256 as part of this step. The process then reads the evaporator
fan speed at step 306 using the evaporator fan control module
254 and then moves to read the temperature at step 308.

The process then moves to a decision step 310, wherein
instructions in the control system module determine whether
the target temperature has been reached. If the target tempera-
ture is reached, the process returns to step 304. If the target
temperature has not been reached, the control module pro-
ceeds to decision step 312, where the control module deter-
mines whether to vary the compressor speed. If the control
module determines that the compressor speed should be var-
ied, the control module will send configuration data to the
compressor at step 314, and then returns to step 308 to read
the temperature again. If the control module determines that
the compressor speed should not be varied, or in situations
where a single speed compressor is used, the process moves to
step 316, wherein instructions in the control module deter-
mine whether to vary the evaporator fan speed. If the control
module determines that the evaporator fan speed should be
varied, the control module proceeds to step 318, wherein
either configuration data, or altered power settings are sent to
the evaporator fan in order to control the evaporator fan speed.
The process then returns to step 308, where the temperature is
read again. If the control module determines that the evapo-
rator fan speed should not be varied, the process proceeds to
step 320, wherein instructions in the control module vary any
other required system settings. The process then returns to
step 308 to read the temperature again. The other settings may
include any other settings such as condenser fan speed, or any
other setting for any component that could be used to alter the
temperature.

Also disclosed herein, is a method of configuring a cooling
system. In some embodiments, the method comprises provid-
ing at least one evaporator fan, providing at least one single
speed compressor motor, maintaining refrigerant fluid pres-
sure within an evaporator using a pulsed operation refrigerant
flow control valve, and controlling the on and off character-
istics of the compressor motor to increase efficiency of the
cooling system. In one embodiment, controlling the on and
off characteristics comprises controlling the compressor
motor to increase the pull-down rate of the cooling system. In
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one embodiment, the method relates to connecting the at least
one evaporator to a first cooling chamber and connecting the
first cooling chamber to a second cooling chamber. In another
embodiment, the method relates to connecting a first evapo-
rator to a first cooling chamber and connecting a second
evaporator to a second cooling chamber.

Also disclosed herein, is a method of configuring a cooling
system. In some embodiments, the method includes provid-
ing at least one evaporator fan, providing at least one variable
speed compressor motor, maintaining refrigerant fluid pres-
sure within an evaporator using a pulsed operation refrigerant
flow control valve, and controlling the speed of the compres-
sor motor to increase efficiency of the cooling system. In one
embodiment, the variable speed compressor may be a single
phase compressor. Single phase compressors may include,
for example, electronically commutated (ECM) motors. In
some embodiments, the method further comprises connect-
ing the at least one evaporator to a first cooling chamber and
connecting the first cooling chamber to a second cooling
chamber. In an embodiment, the method further comprises
connecting a first evaporator to a first cooling chamber and
connecting a second evaporator to a second cooling chamber.

Example 1
Pull-Down Tests with Household Refrigerators

A refrigerator is an insulated cabinet with an electric com-
pressor which cycles a refrigerant fluid, where by evaporation
of refrigerant liquid in the evaporator the refrigerator cools
down. When the door is opened, the cold air falls out to be
replaced by warm air in the room, which triggers the com-
pressor to start and to circulate the refrigerant liquid and cool
down the internal temperature and keep the food safe. The
time required to bring the refrigerator internal temperature
down to a safe set point is defined as “pull-down”, so faster
“pull-down” means shorter period to reach the safe set point
temperature. The pull-down is directly related to the refrig-
erator’s ability to cope with the heat loss without food safety
risks. Itis also directly related to the energy consumption and
energy rating of the refrigerator, as fast pull-down results in
shorter period the compressor is on and consumes electricity.

In this example, a Pulsing Thermal Expansion Valve was
used, wherein the valve pulses to control flow, rather than
modulating the degree of plug opening. When the bulb pres-
sure calls for refrigerant flow, the diaphragm opens the inlet
port and the valve cavity is pressurized. An outlet restriction
causes cavity pressure to rise above evaporator pressure, and
the valve immediately re-closes. The valve continuously
pulses in this manner until the evaporator cools and the bulb
pressure decreases to the point where the diaphragm no
longer opens the valve. Like any thermal expansion valve,
superheat is adjustable by changing spring pressure and/or
bulb charge. The outlet restriction is several times the diam-
eter ofacapillary or orifice sized for the same application, and
is large enough to be immune from plugging. The pulsing
mechanism allows for precise refrigerant flow control and
faster pull down is possible as the evaporator is kept full of
liquid refrigerant during the period of pull-down.

In this example, a 30 cubic foot side-by-side refrigerator/
freezer combination was tested using standard capillary pip-
ing or piping with a pulsing thermal expansion valve. The
pull-down was improved by more than 300% when using a
pulsing TXV inthe system as shown in the FIG. 4. The freezer
compartment reached the 0° F. target in 180 minutes in the
absence of a thermal expansion valves. In contrast, in systems
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with the pulsing TXV the freezer compartment temperature
reached the 0° F. target temperature in less than 60 minutes.

Depending on the size and type of the refrigerator the
improvement in pull-down can be from 25% to more than
300%.

While the above detailed description has shown, described,
and pointed out novel features as applied to various embodi-
ments, it will be understood that various omissions, substitu-
tions, and changes in the form and details of the devices and
processes illustrated may be made by those skilled in the art
without departing from the spirit of the invention. As will be
recognized, the present invention may be embodied within a
form that does not provide all of the features and benefits set
forth herein, as some features may be used or practiced sepa-
rately from others. Moreover, it is to be understood that the
power supply system described above for use in an HVAC/R
system may be configured as an air conditioner, chiller, heat
pump or refrigeration system, but is not limited thereto.

What is claimed is:

1. A cooling system having at least one cooling chamber,

comprising:

at least one evaporator;

at least one evaporator fan;

at least one constant speed compressor;

arefrigerant loop including piping for directing refrigerant
from at least one compressor to at least one condenser
and from the at least one condenser to the at least one
evaporator,

a mechanical pulsed operation refrigerant flow control
valve configured to control the pressure of refrigerant
flow to the at least one evaporator so that the pressure in
the at least one evaporator remains relatively constant
and to reduce pull-down time of the at least one cooling
chamber to a target temperature, wherein settings of the
mechanical pulsed operation refrigerant flow control
valve are adjusted to maximize improvement of the pull-
down time; and
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a control system connected to the at least one compressor
and configured to reduce the pull-down time of the at
least one cooling chamber by controlling the on and off
characteristics of the compressor motor.

2. The cooling system of claim 1, wherein the control
system is configured to control the speed of the evaporator
fan.

3. The cooling system of claim 1, wherein said control
system managing said pull-down efficiency comprises reduc-
ing the pull-down time.

4. The cooling system of claim 1, wherein the system
comprises a freezer section.

5. The cooling system of claim 4, wherein the cooling
system has one compressor for a refrigerator section and one
compressor for the freezer section.

6. A method of controlling a cooling system, comprising:

providing at least one evaporator fan;

providing at least one single speed compressor motor;

maintaining refrigerant fluid pressure within an evaporator
using a mechanical pulsed operation refrigerant flow
control valve so that the pressure in evaporator remains
relatively constant to reduce pull-down time to a target
temperature of the cooling system, wherein settings of
the mechanical pulsed operation refrigerant flow control
valve are adjusted to maximize improvement of the pull-
down time; and

controlling the on and off characteristics of the compressor
motor to reduce the pull-down time of the cooling sys-
tem.

7. The method of claim 6, further comprising connecting
the at least one evaporator to a first cooling chamber and
connecting the first cooling chamber to a second cooling
chamber.

8. The method of claim 6, further comprising connecting a
first evaporator to a first cooling chamber and connecting a
second evaporator to a second cooling chamber.
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